This article presents a comparison of using techniques of optimal load flow and decision tree in making corrective voltage control actions for electrical power systems under insecure operation condition, that is, with voltage constraints violated. The decision tree technique is used in conjunction with a technique of sensitivity analysis in such a way that control actions are taken to be more effective to eliminate the voltage constraints violation in each case of contingency analyzed. A comparison is made between the control actions suggested by the optimal load flow strategy and those suggested by the decision tree for the same operating condition, discussing the achievement of implementing these actions in a real power system. The analysis methodology proposed here is tested in a real power system of a Brazilian utility, which operates in the State of Amapá -Brazil. The results showed how both methodologies can be used as operational tools in power system supervision and control centers.
I INTRODUTION
Electric Power Systems (EPS) are highly complex systems to operate mainly due to some aspects as the increasing power demand to be supplied with high power quality indicators; incorporation of massive distributed generation in the electric networks; and an increasingly participation of automation and data communication links to make the system more observable, controllable, secure, economic and efficient.
Static Security Assessment (SSA) is a main function that continuously tracks the EPS steady-state operation points aiming at detecting insecure operation conditions in order to support the adoption of preventive and corrective management actions to maintain the EPS integrity and operating in a secure region. In steady-state condition, a power system can be disturbed in several ways that can make it insecure, such as changes in grid topology, load variation, switching maneuvers of grid equipment, changes in generating machines operational points, and other severe disturbances that may cause serious damage to equipment, accidents, and disruption of power to large areas [1, 2] .
In situations of insecure operation, the system operator must identify which control measures needs to be taken to bring the system back to a secure operation region. At this moment, the experience in system operation is considered fundamental, because only with previous knowledge of the system under analysis, the operator can know which control variables will most influence the system in the return to secure operating points [3] .
The present work proposes to use a methodology based on Decision Trees (DTs) as presented in [4] , as an auxiliary tool for the application of corrective control measures in the operation of a real electrical power system in situation of contingency and insecure operational state. A comparative analysis of the corrective control actions suggested by the decision tree methodology and those obtained by the application of an Optimal Power Flow (OPF) procedure with objective function of voltage control, is made in order to verify the effectiveness and feasibility of the control actions proposed by both methodologies. The software FLUPOT [5] and ANAREDE [6] were used to form the database of electric power system operation points for training the DT structure as well as to calculate optimal power solutions for the EPS under analysis.
II.1 ELECTRIC POWER SYSTEMS SECURITY ASSESSMENT
Electric Power Systems can be disturbed by various causes, and when the system withstands these disturbances without violating operational limits, it is said the EPS operates in a secure state [7] . It is very important to predict the disturbance consequences and the ability to prevent deterioration in quality of service [8] .
The analysis of EPS security covers static and dynamic analysis. Static Security Assessment (SSA) considers operating conditions such as overloads, under and over voltages, active and reactive power generation limits, among others using load flow calculation [9, 10] . Dynamic Security Assessment (DSA) evaluates the system transient behavior after the occurrence of large disturbances, such as short circuit for example, so that it is of interest to determine if the system can operate maintaining a dynamically acceptable performance (transient stability) [11] , and it is simulated considering dynamic time-varying models to represent the EPS, whose solution involves numerical integration algorithms that require great computational effort [12] .
Implementing real-time security measures becomes dependent on observing the runtime of power flows and optimal power flow (OPF), but the larger the system, the greater the complexity and amount of data to be processed and interpreted. Considering these factors, data mining techniques applied to power systems stand out as a complementary action in the analysis of EPS due to their ability to extract useful information for the EPS operation from data sets, serving as an auxiliary tool for making decision on corrective controls [13] .
An EPS may be subject to loading, operating and security restrictions. Load constraints are the active and reactive power injections specified on the load and generation buses using the load flow equations. Operating restrictions are specified for the bus voltage magnitude limits during operation, the power flow limits on the transmission lines and transformers, and the reactive power injections at generation buses. Under security restrictions, the system is subjected to a set of possible contingencies to characterize the EPS security margins in the case these contingencies happen [3, 4, 14] .
The SSA performed in this work subjects the system to contingencies such as loss of generation, load variation, disconnection of transmission lines and transformers, switching of capacitor banks and reactors, among others. In these situations, it is up to the operator to analyze which control measures to be employed in real time, depending on which operating state the system is in. The EPS operating states can be classified as: secure, alert, emergency and restorative [15] .
In the secure state, also called normal-secure, three type of restrictions must be met, that is, loading, operation and security restrictions, this means that the system provides active and reactive power to the load demand and there is no violation of operating limits and none of the contingency conditions listed as possible will bring the system to an emergency state. In the normal-insecure state, load and operating restrictions are met, but not all security restrictions are met. The system supplies the demand, but one of the possible contingencies can move the system to an emergencystate.
The emergency-state is characterized by violation of operation restrictions, as voltage magnitude limits, loading conditions of transmission lines and transformers among others. In the restorative state, the emergency is eliminated by manual or automatic shutdown of system parts with command coming directly from the control and supervision center or by local devices. When the system is shifted from the emergency state to the restorative state, system integrity is sacrificed for the benefit of compliance with operating restrictions.
Real-time operating statuses data and operating restrictions from an EPS are passed on to operators through the Supervisory, Control, and Data Acquisition System (SCADA) to the operating centers. With this real data and power flow simulation data, the system can be viewed and better operated, increasing its reliability [14] .
II.2 POWER FLOW FORMULATION
A real-time supervision and control system consists of partial systems, grouped into data acquisition, generation control, analysis and network control (security). Tools available at the supervision and control center include: power flow studies, security assessment, state estimation, and sensibility analysis among others [16] .
The power flow calculation essentially consists of determining the electric network operating state using a static model to represent the electric network. The modeling for power flow calculation is done by a set of algebraic equations, representing the active and reactive power balances at each electric node, as presented in equations (1) and (2) respectively [3] .
Where, "P" _"Gi" e "Q" _"Gi" are the active and reactive power generation at bus i. "P" _"Ci" e "Q" _"Ci" are the active and reactive consumed power by loads connected at bus i. "P" _"Ti" e "Q" _"Ti" are the active and reactive power injections at bus i, that is, the power flowing from bus i to all buses connected to bus i.
Considering the electric network is modeled by its admittance matrix Ybus , than the active and reactive power injections at bus i can be represented as in (3) and (4) respectively [4] .
Where, V_i and V_k : voltage magnitudes at buses i and k respectively; δ_ik: phase angles difference between voltages at buses i and k, being δ_i and δ_k phase angles of voltages V_i and V_k respectively.
The algorithm for simultaneous solution of equations (1) and (2), via Newton-Raphson method can be found in [18] . The use of conventional load flow algorithms can produce many viable and secure solutions to the problem in question. Adopting one or other solution is a decision that depends on the merit analysis of each solution, by the technical team responsible for the EPS planning/ operation.
However, in many situations, it is desired to obtain an optimal solution to the problem. In this case, equations (5) and (6) are solved in such a way that the solution obtained minimizes an objective function, also known as cost function. This scenario is solved by optimal load flow (OPF) algorithms [20] , whose generic formulation is:
Subjected to:
Where, F(x)is the cost function to be minimized; G(x)corresponds to the set of equations (3) and (4) of the conventional load flow; H(x)are inequality constraints imposed on the problem.
III PROPOSED METHODOLOGY
As stated in the introduction section, two distinct procedures will be used to generate corrective control actions to return the EPS to a secure operational condition, when it is subjected to different types of contingencies. The first technique used is based on decision trees (DTs) which is a computational intelligence technique, and the second is optimal power flow (OPF), which is an analytical technique widely used for solving this type of problem.
The same contingency situations are simulated by the two proposed techniques and secure operation points are taken from both solutions and the results found in the corrective control applications are compared.
III.1 DECISION TREE
The decision tree classification is an extremely simple technique that requires no configuration parameters and generally has a good degree of assertiveness [17] . The purpose of this paper is to use this technique [4] by analyzing the corrective control actions suggested by the DT solution, observing operation factors such as decision time, number of control actions necessary to implement the suggested solution, visualization of operating limits, system response to corrective action, among other aspects. Source: Adapted from [4] .
According to figure 1, the steps for decision tree application on EPS corrective control are described as follows: a) Using the ANAREDE software, a set of secure operating points are generated, following the EPS typical load curve profile, for the daily operating period; b) Again, using the ANAREDE software the secure operating points obtained in a) are subjected to a (N-1) contingency list, typical of the EPS operation such as, switching of transmission lines, transformers, capacitor banks, among others. The results of these simulations are files with PWF extension, and are labeled as secure or insecure, for the database formation to characterize the EPS static security under these operating conditions. c) Then this labeled database is subjected to a data mining step, via the RAPIDMINER software, in order to create the DT structure for the security classification of EPS operating points.
The generated DT will indicate, for each operational condition under contingency, which branches lead to a secure operation state. Following these branches, the operator may take the respective corrective control actions suggested by the DT in order to take the EPS back to a secure operating condition. At this point, a voltage sensitivity analysis is carried out.
III.2 SENSITIVITY ANALYSIS
Sensitivity analysis calculates the first order sensitivity factors, showing the behavior of certain electric grid quantities, called dependent variables, related to the variation of a control quantity, called the control variable.
Equations (3) (4) could be rewritten in compact form as:
Where, ̅ is the control variable vector, ̅ is the controlled variable vector and ̅ is the fixed parameters vector.
A perturbation in the vector of dependent variables ̅ produced by changes introduced in the control variables ̅ and the parameters ̅ is given by the relation:
Otherwise:
With:
and
Matrices and are called sensitivity matrices and determine a relation between control and controlled variables.
This allows to estimate, although approximately, the behavior of electrical quantities as a function of changes made in some other system´s variables and parameters.
In other words, the sensitivity analysis function can provide the operator with information on which control actions have the greatest effect on the voltage magnitude of a particular bus.
III.3 OPTIMAL POWER FLOW
Optimal Power Flow is considered an important tool that may improve the system reliability and quality, and aims to determine, among others, the best power distribution across the generating units in operation, the best voltage profile for the EPS, or even the best reactive power distribution, all based on optimizing a cost function (objective function) while meeting a constraint set, as presented in equations (5) (6) , [19, 20] .
In the case studies to be presented in this article, the Flupot-CEPEL software was used as a tool for choosing corrective control actions to be adopted to guarantee a secure operation condition.
The objective function chosen in the optimization process is the voltage control, which is available as an option for users of FLUPOT, having as control variables active and reactive power generation, and reactive power injection in controlled voltage buses. According to the optimization method in [5] , the algorithm determines a setting for the reactive controls in such a way as to keep voltage magnitudes at user´s specified limits close to 1 pu.
The OPF procedure shown in figure 2 is based on the same operating point and the same (N-1) contingency list used to form the database in the decision tree procedure. 
IV. RESULTS
For a better understanding of the proposed methodology, it will be presented case studies on a real electric system, the Amapá Power System, located in the north region of Brazil, in the State of Amapá. In the simulations studies, the power flow by Newton-Raphson algorithm is used to obtain operating voltage values of the system under normal conditions and under contingencies.
Acceptable limits of bus voltage magnitudes for secure operation are between 0.95 pu and 1.05 pu. The control strategies used have been performed to ensure that the system is operating within this secure voltage range.
The Amapá Electric System [4] is a hydrothermal EPS, having 51 buses, 12 equivalent generators, 32 power transformers and 17 transmission lines, operated by Eletrobrás-Eletronorte electric utility. This system is presented as a single-line diagram in figure 3. Source: Adapted from [4] .
The Amapá Electric System has predominant hydroelectric generation and is highly influenced by the availability of the Coaracy Nunes hydroelectric power plant (UHCN), whose power capacity is 78 MW. The Araguari River water flow indicates the full operation of this plant from January to September. Outside this period, the Santana thermoelectric plant (UTSA) starts operating to compose the generation base.
The Coaracy Nunes Hydroelectric Power Plant (UHCN) is connected to the Santana Thermoelectric Power Plant (UTSA) through two 138 kV transmission lines (between buses 151 and 451).
IV.1 CONTINGENCY 1: SHUTDOWN OF TRANSFORMER 722-741
Considering a loading point taken from the database, the contingency was simulated which generated a decision tree as is shown in figure 3 , demonstrating two decision paths to bring the EPS to a safe operating condition (secure). To establish corrective system control actions for this contingency, these two possible paths will be considered. The critical attributes of this decision tree are voltage magnitudes at buses 723, 441, 622 and 721. All of these specified buses have capacitor banks connected to them for local voltage control.
With the application of this contingency, the load flow solution indicated 10 buses with the upper limit of voltage magnitude violated. Sensitivity factors were calculated for the buses discriminated in the decision tree paths, namely buses 723, 441, 622 and 721 which are the dependent variables, being the reactive generation and transformers´ taps considered as control variables.
Usually, in a power system with over voltages, the priority of corrective control actions follows the order: capacitor banks switching, change in transformer Taps, and voltage set point changes in generation buses. Following this principle, a sensitivity analysis was conducted to buses 723, 441, 622 and 721 in order to determine for which sources of reactive power these voltages magnitudes are more sensitive Table 1 presents the results of this sensitivity analysis in relation to buses that have reactive power control, namely buses 404-101 and the transformers´ taps. It is indicated a possible reactive control by bus 404 that can change the voltages of all buses specified in AD and influence the system as a whole. Source: Authors, (2019).
According to the DT indication and sensitivity analysis results, the voltage at bus 404 was set equal to 0.98 pu and the capacitor bank at bus 723 was shutdown By applying this control action, the bus voltages are V723 = 1.027, V441 = 1.042, V622 = 0.990, and are within the limits of the decision tree way 2, shown in figure 4 .
Running an OPF for the same contingency 37 control actions are activated to bring the system to an optimal operating point, as shown in Table 2 . It is observed that bus voltages are as close as possible to 1 pu. Thereby, from an operating point of view, it is difficult to execute all these controls real time in a short time period and reach this operational state. Source: Authors, (2019).
The voltages at all buses can be visualized graphically in figure 5 . It is observed that the proposed control actions suggested by both control strategies have changed the voltage magnitudes at all buses to within the interval between 1.05 pu and 0.95 pu, which is recommended for a secure operation. 
IV.2 CONTINGENCY 2: SHUTDOWN OF TRANSMISSION LINE 397-321
In this contingency one of the three parallel transmission lines between buses 397-321 was disconnected. The decision tree generated for this case is shown in figure 6 , indicating actions to be taken with respect to voltages at buses 621 and 721, which are load buses. These buses also have capacitor banks for local voltage control. For this contingency the DT suggested only one path which will lead the system to a security operational condition. Following the decision tree and sensitivity analysis of the buses indicated by the decision tree solution, according to Table 3 , a control action at bus 404 may be very effective in modifying voltage magnitudes at buses 621 and 721. This control action is named control action 1 and corresponds to setting voltage at bus 404 to 1 pu. With this control action, six of the seven buses that were outside the voltage limits, had their voltages returned within the limits, and only bus 723 voltage was violated, its magnitude being 1.073 pu.
The control action implemented at bus 404 was very effective, but did not eliminate all voltage violations. According to the sensitivity analysis shown in Table 3 , other control actions can be tested to eliminate the voltage violation at bus 723, as for example, tap changes at transformers 622-641 and 721-741.
However, it is also known by the operation staff that bus 723 with over voltage of 1.084 pu has two capacitor banks in operation, and an evident solution is total or partial shutdown of theses banks. So the complementary control action, called control action 2, was:
Capacitor banks shutdown at bus 723.
With this complementary control action all bus voltages have returned to within the recommended operation limits. So, the proposed control actions are the performed control action 1 and control action 2. Table 4 shows the controls performed through the OPF procedure, showing all 39 control actions performed in the optimization process. Source: Authors, (2019). Figure 7 presents graphically the obtained solutions for solving contingency 2 voltage limits violations calculated by both solution techniques, that is, Decision Tree approach and OPF approach. Both solutions guarantee the power system is maintained operating in a secure state, but in terms of practical implementation the DT solution is more viable because only a few control actions are needed to be taken.
V. CONCLUSIONS
The results obtained by both corrective control techniques showed that these techniques are efficient in ensuring the power system secure operation. However, the big difference between both lies in the practical aspects of implementing control actions in realtime operation. Regarding this aspect, the DT technique is more attractive because, in general, the number of required control actions to maintain the power system security is much lower than the number of control actions required by the OPF approach.
Besides that, DT also presents an intuitive interface for the operator, precisely identifying the electrical variables on which control actions should be exercised to return the system operation to a secure condition. In general, both methodologies are complementary tools in supporting the power system security, for both real-time operation or as operation planning tools.
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